SIZE.TYPE AND DIRECTION
OF INLET CONNECTION WILL
VARY TO SUIT CONDITIONS.
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[——FRAME TO BE CAST WITH FLANGE

CUT ON THIS LINE WHEN DIRECTED.
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PLAN

“E” FRAME & GRATE

//FDR DETAILS SEE STD.

—— BRICK OR CONCRETE
INVERT TO SLOPE AT LEAST 2" PER
FOOT TOWARD OUTLET.
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SECTION B-B

GENERAL NOTES
BRICK FOR MASONARY TO COMPLY WITH
THE LATEST S.H.A. SPECIFICATIONS.
INLET SHALL BE CONSTRUCTED OF REINFORCED
CONCRETE (MIX NO. 2).
REINFORCEMENT IS TO BE NO 4 @ BARS
AT 6" C/C 2" COVER.
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